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W1164531 

W1164532 

W1164533 

W1164534 

W1164535 

04/06/17 

04/06/17 

04/06/17 

04/06/17 

04/06/17 

05:55 AM 

06:05 AM 

06:10 AM 

06:15 AM 

06:20 AM 

SAMPLE 1 

SAMPLE 2 

SAMPLE 3 

SAMPLE 4 

SAMPLE 5 

SAMPLE 1 BLDG 100, exterior between boys/girls restroom, right bubbler 

SAMPLE 2 BLDG 400, inside hallway north, between girls/boys restroom, right bubbler 

SAMPLE 3 BLDG 300 lower, right hallway, between boys/girls restroom, right bubbler 

SAMPLE 4 BLDG 300 upstairs, between boys/girls restroom, right bubbler 

SAMPLE 5 BLDG 200, next to teachers lounge, lower right bubbler 

DLR= State Mandated Detection Limit for Reporting (DLR)= 5 
Action Level (AL) = 15 ug/L 

3710020-ABJ-A <5 ug/L 

3710020-ABJ-B <5 ug/L 

3710020-ABJ-C <5 ug/L 

3710020-ABJ-D <5 ug/L 

3710020-ABJ-E <5 ug/L 
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