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Sample ID i Sample Date I Sample Time Description I External ID I Lead Units 

W1164507 

W1164508 

W11 64509 

W1164510 

W1164511 

04/06/17 

04/06/17 

04/06/17 

04/06/17 

04/06/17 

06:15 AM 

06:00 AM 

06:02 AM 

0605 AM 

06: 10 AM 

SAMPLE 1 Main offi ce, ad min, nurses offi ce,goosneck faucet (289-01) 

SAMPLE 2 Cafeteria , east facing wal l, center bubbler (289-02) 

SAMPLE 1 

SAMPLE 2 

SAMPLE 3 

SAMPLE 4 

SAMPLE 5 

SAMPLE 3 BLDG rooms 6-9, west wall between boys/girls restroom, far right bubbler (289-03) 

SAMPLE 4 Bungalows, east facing , two triple fountains, left triple , far left bubbler (289-04) 

SAMPLE 5 Library, west facing , drinking fountains, right bubbler 

DLR= State Mandated Detection Limit for Reporting (C 
Action Level (AL) = 15 ug/L 

3710020-ABl-A 

3710020-ABl-B 

3710020-ABl-C 

3710020-ABl-D 

3710020-ABl-E 

<5 

7.14 

<5 

5.09 

<5 

ug/L 

ug/L 

ug/L 

ug/L 

ug/L 
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